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Circulor Box
Christy F1 Box with F&ED
Concrete Lid or Approved Equal

(Mark Lid with "SEWER TEST STA TION")
SEE CHRISTY F1 DETAIL ON SHT 2
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Material and Diometer to Motch Loterol

3

Elostomeric Sleeve Coupling
with Stainless Steel Bands (Typ)

NOTES:

1. Locate test station within two (2) feet of property line or
in an alternate location approved by the Public Works Department.

2. Test station NOT to be used as a cleanout.

NOT TO SCALE

STANDARD CITY OF BRISBANE
DETAIL DEPARTMENT OF PUBLIC WORKS
SANITARY SEWER LATERAL 8'2
DATE: INDUSTRIAL FACILITY
' TEQT MONITORING QTATION Sht 1 of 2




CHRISTY
ORDERING
CODE

F1BOX
F8D
Fec
FL8D
V1-71C

A high density reinforced concrete box with non-settling shoulders positioned to
maintain grade and facilitate back filling Approximate dimensions shown.
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............................. t:QUALITY PRECAST CONCRETE PRODUCTS g

F1 Curb Valve Box "
” 8 1/2" I D x_‘7 3/4"

* Etched Polyethylene Face
« Face Anchored in Concrete
« Ultraviolet Inhibitor

APPROX.
SHIPPING
WEIGHT DESCRIPTION
33 F1 Curb Valve Box (8-1/2" I.D. x 7-3/4" High)— 48 Per Pallet
9 Reinforced Concrete
7 Cast lron
3 8FLD FIBRELYTE Lid .
10 Cast Iron

xl@"

\’G e

NOT TO SCALE

STANDARD
DETAIL

CITY OF BRISBANE

DEPARTMENT OF PUBLIC WORKS

DATE:

SANITARY SEWER LATERAL o)

INDUSTRIAL FACILITY
TEQT MONITORING QTATION Sht 2 of 2




