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Welded joint

ROD — 1-1/2" diameter extra heavy Black

/ f Iron Pipe, one piece.
Butt weld
joint
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Welded
joint Guide Plate 6" diameter, 1/4”
Black Iron Plate. To fit
) / inside Valve Box Riser.
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‘S| Square Welded
>| Top plate /joint Angle lron, 2—1/2"x1/4" stainless steel
) weld 2 pieces of the Angle Iron, 2" long
together. Inside dimension will be 2-3/16"
. to go over AWWA Brass Wrench Nut.
~ Make Top Plate of 2—1/2"x1/4" Stainless
Steel Flat Stock.

NOTES:

SIDE VIEW

1. Extensions are required for valves extending for

more than 4 feet

below the surface.

2.  After assembly the Valve Stem will be Fusion
Coated per Standard Specifications.
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